






Historical Generation Baseline Determination. Under RSA 362-F:4, I (i), a 
hydroelectric generation facility may be eligible to produce Class I RECs for its 
increased incremental electricity output resulting from capital investments made 
after January 1, 2006 with the successful purpose of improving the efficiency or 
increasing the output of renewable energy from the facility, only to the extent 
such incremental output exceeds its "historical generation baseline." RSA 362-
F:2, X (b) defmes "historical generation baseline" as the average annual 
production of a hydroelectric facility from the later of January 1, 1986 or the date 
of first commercial operation through December 31, 2005. 

MPM was not able to submit actual generation output data for Monadnock 
Station for most of the 20-year period between 1986-2005. Instead, MPM and 
Hydro Management submitted aggregate generation output data for all three of 
the MPM on-site hydroelectric generation facilities for 1986-2004, and separate 
generation output data for Monadnock Station (as well as aggregate generation 
output for all three stations during the period 2005-2013). In order to account for 
the lack of actual generation data from Monadnock Station for 19 of the 20 years 
during the statutory period, MPM proposed that the percentage of the aggregate 
generation output of all three facilities that was attributable to Monadnock Station 
over the 2005-2013 timeframe (calculated to be 11.9%), be applied to the 
aggregate generation output data for all three stations during the period from 
1986-2004? 

Based on these calculations, combined with the actual generation data for 2005, 
MPM determined that the historical generation baseline for Monadnock Station is 
591,484 kWh. Staff believes that MPM's methodology and calculations are 
reasonable and appropriate estimations under the circumstances, and Staff 
recommends that the Commission approve the historical generation baseline for 
Monadnock Station of 591,484 kWh, as so determined by MPM. 

Independent Monitor Meter Reading and GIS Reporting. MPM has proposed 
that its independent monitor, William P. Short, III, read the individual generation 
meter at Monadnock Station, and report the gross generation output to GIS under 
the facility code NON 39968 established for Monadnock Station. Any excess 
generation output reported to GIS by PSNH under the code MSS915 should not 
be qualified for the New Hampshire RPS program, in order to avoid any double 
counting of RECs. At such time during any year as the cumulative gross 
generation output ofMonadnock Station reported to GIS exceeds 591,484 kWh, 
any and all further electricity generation reported to facility code NON 39968 will 
be designated by GIS as eligible for Class I RECs for the remainder of that year. 

Recommendation - Monadnock Station Class I Eligibility 
Staff has reviewed the Monadnock Station Class I REC certification request, and 

has determined that it meets the eligibility requirements under RSA 362-F:4, I(i) as a 
Class I hydroelectric facility for the annual increased incremental production of 

2 A copy of the spreadsheet containing MPM's historical generation data and calculations is attached to this 
memorandum. 
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electricity in excess ofthe historical generation baseline of591,484 kWh, and complies 
with the New Hampshire Code of Administrative Rules Puc 2500. Staff recommends 
that the Commission approve the Monadnock Station facility as a Class I renewable 
energy source, effective as of July 10, 2014, the date upon which Staff was able to make 
a determination that MPM and Hydro Management had provided all information 
necessary to complete review of the application. 

Staff further recommends that a secretarial letter approving the MPM certification 
request and related notice letter to GIS expressly state that no electricity generation 
output reported to GIS by PSNH under facility code MSS915 will be eligible for New 
Hampshire Class I RECs, in order to avoid double counting of RECs created with respect 
to generation output reported to GIS by MPM's independent monitor. 
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Attachment 1: Monadnock Station Power Generation 

Total Monadnock 
Hydro 

5851800 

5369200 

5917000 

5770000 

6346400 

5529700 

3904052 

3565900 

4399400 

4787900 

4653800 

3766300 

4859092 

4366800 

4781700 

3494300 

4520012 

5466300 

6490500 

7425700 

7224900 

5008100 

6566300 

6892900 

3202300 

7168900 

4922100 

5391500 

8000000 

6000000 

4000000 

2.000000 

Station 

662700 

932000 

724600 

691300 

918000 

532400 

821200 

574400 

984100 

% Estimated 
Monadnock Monadnock 

Station Station 

696364 

638935 

704123 

686630 

755222 

658034 

464582 

424342 

523529 

569760 

553802 

448190 

578232 

519649 

569022 

415822 

537881 Base average 

650490 591484 

772370 

8.9% 

12.9% 

14.5% 

10.5% 

13.3% 

16.ey% Mill Wheel down for 3-4 months 

11.5% 

11.7% 11.9% 

18.3% 

Total Hydro 
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SERVICE LIST - EMAIL ADDRESSES - DOCKET RELATED 

Pursuant to N.H. Admin Rule Puc 203.11 (a) ( 1 ): Serve an electronic copy on each person identified on 
the service list. 

Executive.Director@puc.nh.gov 

amanda.noonan@puc.nh.gov 

barbara.bernstein@puc.nh.gov 

Christina.Martin@oca.nh.gov 

david.wiesner@puc.nh.gov 

Jack.ruderman@puc.nh.gov 

mhamm@mpm.com 

susan.chamberlin@oca.nh.gov 

tom.frantz@puc.nh.gov 

Docket#: 13-318-1 Printed: July 30, 2014 

FILING INSTRUCTIONS: 

a) Pursuant to N.H. Admin Rule Puc 203.02 (a), with the exception of Discovery, file 7 copies, as well as an 

electronic copy, of all documents including cover letter with: DEBRA A HOWLAND 
EXECUTIVE DIRECTOR 
NHPUC 
21 S. FRUIT ST, SUITE I 0 
CONCORD NH 03301-2429 

b) Serve an electronic copy with each person identified on the Commission's service list and with the Office of 

Consumer Advocate. 

c) Serve a written copy on each person on the service list not able to receive electronic mail. 




